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NOTES:

1. PVC SLEEVE SHALL BE SCHEDULE 40 AND

EXTEND 5' BEYOND EDGE OF PAVEMENT.

2. ALL POLLY PIPE SHALL BE 200 PSI.

PROPERTY LINE

1" POLY PIPE

1.5"x1"x1" BRASS

COMPRESSION TEE

EDGE OF PVMT

5' MIN

1.5" POLY PIPE

1.5" TAP PER CLWSC

STANDARD SPECIFICATIONS

1" POLY PIPE

(830) 964-3854

Canyon Lake, Texas  78133

1399 Sattler Road

WATER SERVICE COMPANY
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COMPANY'S STANDARD SPECIFICA-

SEE CANYON LAKE WATER SERVICE

(1) FOR ADDITIONAL INFORMATION, 

TIONS.

STANDARD 1.5" DUAL

SERVICE CONNECTION


